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When a remote command is given, 
the device triggers the relay. In this 
way, +12V/+24V voltage is transmitted 
to the panel. In this way, the lift can be 
put into revision mode by sending a 
SMS.

The +12V ends of the LEDs are 
connected directly. -12V ends are 
passed over the device to control 
the leds.
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ELEVATOR CABIN PANEL

ASELFON M6 CONNECTION DIAGRAM
GENERAL WARNINGS
A connection other than the one given in the connection diagram will damage the device.
Position the device as far away from the transformer in the control panel as possible.
All connections to the device must be DC.
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The device should be 
powered from the battery 
to avoid power outages.

Keep the antenna in a 
high position, away from 
the panel.

The system should be configu-
red in such a way that 
+12V/+24V energy is sent from 
the Panel to the Device when 
the Elevator fails.

Cables used for communication 
should be kept away from AC power 
cables.

Existing installation in the panel

Mandatory links for it to work

Optional feature links


